
DISCHARGE AIRFLOW SHALL HAVE 
UNOBSTRUCTED PATH TO FLOOR 
BELOW.

AIR INTAKE

DESIGNER SERIES 
DESTRATIFICATION FAN

DESTRATIFICATION FAN DETAIL

NOTES:
1. INSTALL FAN AS CLOSE AS POSSIBLE TO CEILING. 
 (TYP 2’-0” TO 4’-0”)
2. HANG USING HARDWARE CAPABLE OF SUPPORTING 5X WEIGHT
3. CONTRACTOR TO PROVIDE POWER FEED IN CONDUIT. THE 
 ELECTRICAL CONNECTION CAN BE MADE IN A J-BOX (HARD WIRED)  
 OR  PLUG CONNECTION (J-BOX/RECEPTACLE).  

SCALE: NONE


